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Monthly Oversight Summary Report No. 33 
ACS Superfund Site WA57, 46526.238 

Reporting Period: Month of September (August 30,2003- September 26, 2003) 

BVSPC 0/S Dates: September 16, 18, and 23,2003 

Personnel Summary Affiliation No. of Responsibility 

Personnel 

Montgomery Watson Harza 5 Respondent's General Contractor 

U.S. Environmental Protection 1 Federal Regulatory Agency 

Agency 

Black & Veatch Special 1 USEPA Oversight Contractor 

Projects Corp. 

Independent Environmental 2 Specialty Contractor 

Services 

Austgen 2 Electrical Contractor 

Ryan Construction 2 General Contractor 

Autumn Industries 1 Granular Activated Carbon Contractor 

Simalabs 1 OFCA Engineered Cover Contractor 

Osmonics 1 Nanofiltration Unit Supplier 

Construction Activities 

Major Activities: 
• Independent Environmental Services removed and repaired the sand filter reject pump in 

the sand filter. 
• 

• 

• 

• 

• 
• 

Ryan Construction installed the nanofiltration unit and began installing a ventilation fan in 
the compressor room in the groundwater treatment plant. 
Austgen completed installing the electrical supply for the nanofiltration unit and began 
programming the control logic for the unit. 

Austgen and Autumn Industries replaced the granular activated carbon in the carbon 
vessels in the groundwater treatment plant. 

Montgomery Watson Harza re-seeded the biomass in the activated sludge plant, operated 

the groundwater treatment plant in recirculation mode, and resumed discharging effluent 
on September 22,2003. 

Simalabs collected samples from the groundwater treatment plant. 

Montgomery Watson Harza and Osmonics began operation of the nanofiltration unit. 
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• Austgen established pathways in the wetland area in order for Montgomery Watson Harza 
to be able to access its monitoring wells. 

• Montgomery Watson Harza performed the semiannual groundwater and annual residential 
well sampling events. 

• Montgomery Watson Harzaachieved continuous operation of the On-Site Containment 
Area Still Bottoms Pond Area in-situ soil vapor extraction system and began system 
monitoring in accordance with the Performance Standard Verification Plan. 

• Montgomery Watson Harza held bi-weekly construction coordination meetings at the site 
on September 4 and 18, 2003. 

Activities Performed: 
Independent Environmental Services (IES) removed the sand filter reject pump from the large sand filter 
in the groundwater treatment plant (GWTP) for repair on September 5, 2003. Montgomery Watson Harza 
(MWH) reported that IES removed a portion of the sand from the filter in order to remove the pump. 
MWH disposed of the removed sand and replaced it with new sand. MWH also reported that the work 
involved harness work and that the appropriate safety precautions were followed. 

MWH reported that the nanofiltration unit was delivered to the site on September 11,2003. Ryan 
Construction completed the installation of the unit and associated piping. MWH and Osmonics began 
startup of the nanofiltration unit on Tuesday, September 23, 2003, with water from the city water supply. 
Austgen began to reprogram the control logic in order for the nanofiltration unit to operate based on the 

,,_ water level in tanks T -1 and T-3. MWH began operating the nanofiltration unit in manual mode on 
September 26, 2003. 

MWH reported that it discharged effluent from the groundwater treatment plant (GWTP) on August 27, 
2003, after the completion of the majority of maintenance activities on the plant. MWH reported that the 
sample results were non-detect for volatile organic compounds (VOCs). However, MWH did observe 
that the turbidity was elevated after completing the maintenance activities within the GWTP. MWH 
proceeded to operate the GWTP in recirculation mode; however, it determined through sampling that some 
ofthe biomass in the activated sludge plant had died and created elevated turbidity in the water. MWH 
also reported that the lead granular activated carbon ( G AC) vessel was fouled with dead biomass present 
in the water from the biotank. When MWH began recirculating the flow in the G WTP, it bypassed the 
GAC vessels to prevent addition fouling of the carbon. 

MWH reported that it added a dry seed to the activated sludge tank to promote biomass growth. MWH 
also reported that it was adding food to the tank to feed the biomass since MWH was not extracting water 
from the groundwater collection system. Austgen and Autumn Industries removed and replaced the fouled 
carbon in the GAC vessels in the GWTP on September 8 and 9, 2003. MWH reported that it began 
operating the G WTP in recirculation mode through the GA C vessels on September 18, 2003, after re­
seeding the biomass in the activated sludge plant. Simalabs collected samples from the GWTP to monitor 
its performance on September 18, 2003. MWH resumed operating the GWTP in treatment mode on 
Monday, September 22, 2003. MWH reported that it was operating the GWTP at 20 gpm, pulling water 
from the perimeter groundwater containment system, monitoring wells MW -I OC and MW 56, and the On­

Site Containment Area (ONCA) Still Bottoms Pond Area (SBPA) in-situ soil vapor extraction (ISVE) 
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system dual phase extraction wells. MWH reported that it will monitor the biomass in the activated sludge 

plant and may increase the flow of the plant next month to make up for inoperation of the G WTP last 

month. 

Ryan Construction began installing a larger capacity ventilation fan in the compressor room in the GWTP. 

MWH reported that it has scheduled US Floors to reapply an epoxy floor coating in the GWTP on 

October 6, 2003. MWH also reported that the GWTP will be shut down during the floor coating 

installation. 

MWH reported that Midwest Environmental, Inc. (MEl) completed the work on the erosion damage in 

theOff-SiteContainmentArea(OFCA)engineeredcoveronAugust29,2003. MWHreportedthatMEl 

completed all of the activities outlined in its Erosion Corrective Actions- Off-Site Area memorandum. 

MWH reported that MEl also re-seeded and installed additional erosion control measures around the 

wood stockpiles on the cover. BVSPC inspected this work and concurs that it was completed in 

accordance with MWH's Erosion Corrective Actions- Off-Site Area memorandum. 

Austgen cleared pathways to MWH monitoring wells and piezometers located in the wetlands for easier 

access. MWH reported that it anticipates maintaining these pathways in the future in order to make the 

water level monitoring and groundwater sampling activities easier. MWH reported that there are 

approximately 5 drums of investigation derived waste (IDW) from monitoring well installation activities 

located at various well locations around the site. MWH reported that it will remove these drums and 

dispose of them properly offsite. 

Black & Veatch Special Projects Corp. (BVSPC) observed MWH conduct groundwater sampling 

activities for the semiannual groundwater sampling event. MWH collected water level measurements on 

Monday, September 15, 2003. MWH collected groundwater samples for volatile organic compounds 

analysis from 16 upper aquifer and 16lower aquifer monitoring wells. MWH submitted the samples to 

CompuChem Laboratories for analysis. BVSPC also observed MWH sample from four of the five 

residential wells for target compound list VOCs and semi-volatile organic compounds, target analyte list 

metals, cyanide, pesticides, and polychlorinated biphenyls. MWH reported that the electrical power has 

been reestablished at the house located at 1007 Reder Road (PW -A). MWH resumed collecting samples 

from this location. During 2002, this home was not sampled during the residential well sampling event, and 

MWH substituted the well at I 04 3 Reder Road (PW-T) in its sampling event. MWH reported that 1 04 3 
Reder Road will not be sampled during the 2003 event. 

MWH reported that it has achieved continuous operation of the ONCA SBP A lSVE system, processing 

vapors through Thermal Oxidizer Unit 2 during the week of September I, 2003. MWH reported that all 

ofthe ONCA SBP A ISVE system wells are online and that it monitored the system in accordance with 

the Performance Standard Verification Plan (PSVP). MWH also reported that it resumed operating 

the OFCA lSVE system, pulling vapors from 17 wells, and processing vapors through Thermal Oxidizer 
Unit 2. 

MWH shut down Thermal Oxidizer Unit 2 on Monday, September 22, 2003, to perform maintenance on 

the ISVE system. MWH added oil to the OFCA blower and installed a level transmitter in the condensate 
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knockout tank in the ONCA SBPA ISVE system blower shed building #1. MWH reported that it 
continued to operate the OFCA and ONCA SBPA ISVE systems, processing vapors through Thermal 
Oxidizer Unit 2. MWH also reported that it continued to perform monitoring of these systems in 
accordance with the PSVP. 

Attached are BVSPC weekly reports No. 131 through 134, correspondence, log book notes, and 
photographs of the daily activities. BVSPC' s crew conducted oversight of the major field activities on 
September 16, 18, and 23, 2003. BVSPC' screw participated in the bi-weekly construction coordination 
meeting held on September 4, 2003, via conference call because of the construction inactivity at the site. 
BVSPC attended the September 18, 2003, construction coordination meeting at the site. 

Topics of Concern: 
• None to report. 

Concern Resolution: 
• None to report. 

Upcomine Activities: 
• US Floors to epoxy coat the GWTP floor on October 6, 2003. 
• Austgen to complete programming logic for the nanofiltration unit. 
• Ryan Construction to complete installation of the ventilation fan in the GWTP. 

\o,._ • MWH to remove and dispose of the IDW drums from monitoring well installation 
activities. 

Signature: ---""L""'eio.c. gh~P'""'e~te=::.o.r~s __ Date: September 5, 2003 
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Weekly Oversight Summary Report No. 131 
ACS Superfund Site WA57, 46526.238 

Reporting Period: Week of September 1, 2003. 
BVSPC 0/S Dates: Cancelled because of limited site activities. 

Personnel Summary Affiliation No. of Responsibility 
Personnel 

Montgomery Watson Harza 2 Respondent's General Contractor 

Independent Environmental 2 Specialty Contractor 

Services 

Ryan Construction 2 General Contractor 

Austgen 2 Electrical Contractor 

Construction Activities 

Major Activities: 
• Independent Environmental Services removed and repaired the sand filter reject pump 

from the sand filter. 

• Ryan Construction continued to install additional piping at the groundwater treatment plant 
in preparation for the installation of a nanofiltration unit. 

• Austgen began installing electrical supply and controls in preparation for the installation of 
a nanofiltration unit. 

• Montgomery Watson Harza continued to operate the groundwater treatment plant in 
recirculation mode. 

• Montgomery Watson Harza reported that it achieved continuous operation of the On-Site 
Containment Area Still Bottoms Pond Area in-situ soil vapor extraction system. 

• Montgomery Watson Harza held the bi-weekly construction coordination meeting at the 
site on September 4, 2003. 

Activities Performed: 
Independent Environmental Services (IES) removed the sand filter reject pump from the large sand filter 
in the groundwater treatment plant (GWfP) for repair on September 5, 2003. Montgomery Watson Harza 
(MWH) reported that IES removed a portion of the sand from the filter in order to remove the pump. 
MWH disposed of the removed sand and replaced it with new sand. MWH also reported that the work 
involved harness work and that the appropriate safety precautions were followed. 
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MWH reported that it discharged effluent from the GWTP on August 27, 2003, after the completion of 
the majority of maintenance activities on the plant. MWH reported that the sample results were non-detect 
for volatile organic compounds. However, MWH did observe that the turbidity was elevated after 
completing the maintenance activities within the GWTP. MWH proceeded to operate the GWTP in 
recirculation mode; however, it believes that the majority of the biomass in the activated sludge plant may 
have died and created the elevated turbidity in the water. MWH collected a sample from the biomass on 
August 28, 2003, to detennine if sufficient microbes were present to repopulate the biotank or if an outside 
seed is required. MWH reported that it will evaluate the results in the upcoming weeks. MWH also 
reported the lead granular activated carbon (GAC) vessel is fouled with the dead biomass that is present 
in the water from the biotank. When MWH began recirculating the flow in the GWTP, it bypassed the 
GAC vessels to prevent addition fouling of the carbon. MWH reported that it scheduled a carbon change­
out for Monday, September 8, 2003. 

MWH reported that it has scheduled US Floors to reapply an epoxy floor coating in the GWTP on 
September 22, 2003. MWH also reported that the G WTP will be shut down during the floor coating 
installation. 

Ryan Construction and Austgen continued to install mechanical and electrical upgrades in the GWTP in 
preparation for the installation of a nanofiltration unit. MWH reported that the nanofiltration unit will be 
delivered to the site on September 12, 2003. 

~... MWH reported that Midwest Environmental, Inc. (MEl) completed the work on the erosion damage in 
the Off-Site Containment Area (OFCA) engineered cover on August 29, 2003. MWH reported that MEl 
completed all of the activities outlined in its Erosion Corrective Actions- Off-Site Area memorandum. 
MWH reported that MEl also re-seeded and installed additional erosion control measures around the 
wood stockpiles on the cover. BVSPC inspected this work and concurs that it was completed in 
accordance with MWH's Erosion Corrective Actions- Off-Site Area memorandum. 

MWH reported that it has achieved continuous operation of the On-Site Containment Area (ONCA) Still 
Bottoms Pond Area (SBP A) in-situ soil vapor extraction (ISVE) system, processing vapors through 
Thermal Oxidizer Unit 2. MWH reported that all of the ONCA SBP A ISVE system wells are online and 
that it will begin monitoring the system in accordance with the Performance Standard Verification Plan 

(PSVP) once the nanofiltration unit is installed and operational. MWH also reported that it resumed 
operating the 0 FCA ISVE system, pulling vapors from 17 wells, and processing vapors through Thermal 
Oxidizer Unit 2. 

MWH reported that it will perform the semiannual groundwater sampling event during the week of 
September 15, 2003. MWH also reported that it will conduct the annual residential well groundwater 
sampling event during the week of September 22, 2003. MWH reported that electrical power has been 
reestablished at the house located at I 007 Reder Road (PW -A)and that it will resume collecting samples 
from this location. During 2002, this home was not sampled during the residential well sampling event, and 
MWH substituted the well at 104 3 Reder Road (PW-T) in its sampling program. MWH reported that 
I 043 Reder Road will not be sampled during the 2003 event. 
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MWH held the bi-weekly construction coordination meeting at the site on September 4, 2003. Black & 
Veatch Special Projects Corp. participated in the bi-weekly construction meeting via conference call 
because of the limited construction activities at the site. 

Topics of Concern: 
• None to report. 

Concern Resolution: 
• None to report. 

Upcomin~ Activities: 
• MWH to begin monitoring the ONCA SBP A ISVE system in accordance with the PSVP. 
• MWH to evaluate the biomass in the activated sludge plant. 
• MWH to change out the carbon in the GAC vessels on September 8, 2003. 
• MWH to resume operating the GWTP. 
• MWH to install and begin operating the nanofiltration unit. 
• US Floors to epoxy coat the GWTP floor on September 22, 2003. 

• MWH to perform the semiannual ~undwater and annual residential well sampling events. 

Signature: Leigh Peters Date: September 12. 2003 
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WEEKLY CONSTRUCTION MEETING MINUTES 
FOR SEPTEMBER 4, 2003- MEETING 

AMERICAN CHEMICAL SERVICE, NPL SITE 
GRIFFlTH, INDIANA 

l\1EETING DATE: Thursday, September4, 2003 

MEETING TIME: 10:00 AM 

MEETING LOCATION: ACS Site- Site Trailer 

ATTENDEES: 

TOPICS: 

Kevin Adler- U.S. EPA (via telephone} 
Prabhakar Kasarabada- IDEM 
Leigh. Peters- BVSPC (via telephone) 
Lee Oro.s2 - MWH 
Rob Adams- MWH (via telephone) 
Chad Smith- MWH (via telephone) 
Jon Pohl- MWH (via telephone) 
Matt Mcsarch- MWH (via telephone) 

Health and Safety Summary 
No health and safety incidents have occurred at the Site since the last meeting on August 
21, 2003. Activities at the site during the past two weeks included the continued 
operation of the groundwater treatment plant (GWTP), operation of the Off-Site Area In· 
situ Soil Vapor Extraction (ISVE) system and the Still Bottoms Pond Area (SBPA) ISVE 
system, maintenance of equipment in the GWTP, and repairs of aTeas of erosion damage 
in the Off·Site Area. 

Groundwater T~'\tment Plant CGWfP) Status 
After the maintenance activities at the GWTP were completed on August 22n4

, the system 
was brought back online; however, it was noted that the plant effluent had an elevated 
turbidity level. The plant was immediately switched to run in recirculation mode, and it 
has continued in recirulation. After some investigation, MWH determined that most of 
the microbes in the activated sludge plant (ME-101) might have died, causing the high 
turbidity in the plant effluent. In addition, the lead granulax: activated carbon (GAC) 
vessel has been ~'ouled with the material being discharged from ME-101.. On August 27th, 
when the turbidity was within a norn1al discharge range, the effluent was discharged to 
the wetlands and a compliance sample was collected. The compliance sample was 
analyzed foT volatile organic compounds (VOCs) and pH. No VOCs were detected in the 
sample indicating that that the effluent is in compliance with the chemical discharge 
requirements. Due to a re·occurrence of the elevated turbidity, the treatment system was 
switched to run in recirculation mode again a.ller August 27th. While h1 recirculation 
mode, the lamella clarifier is being used to remove the floating particulates in the waste 

D!..a.s.lruction Meeting Minutes 
September 4, 2003 Meeting 

Sepcembcr 9. 2003 
Page I 
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stream. Samples from the biomass in ME-l 01 were collected on August 28th to 
detennine if there are enough microbes to repopulate ME-101 naturally or if reseeding is 
required. 

The operation of the GWTP is anlicipat~d to be intermittent over the next few weeks due 
to a change-out of both GAC vessels scheduled for September lSdl and an application of 
an epoxy floor coating scheduled to take place on September 22"d. Both activities could 
range from one to two days. 

The nano-fiJtration unit, which will be used to reduce the hardness of the make-up water 
for the thermal oxidizer lluits, is scheduled to be delivered on September 5th and 
connected on September 8th. Ryan Construction and Austgen Electric have been onsite 
during the past week to connect the electrical and controls and piping required for the 
installation and operation of the na.no-.filtration unit. Austgcn is scheduled to be onsite 
during the week of September glh to complete the connection of the nano-.filtration unit. 

Independent Environmental Services (IES) was onsite September 2nd and 3rd to remove 
the sand filter reject pump for repair and to remove some sand from the sand filter. This 
work did involve harness work, which was pcrfon:ned following applicable safety 
precautions. 

Off-Site Area/SBPA ISVE Systems 
The SBPA ISVE has been operating with all 46 wells since August 27m, with the vapors 
being treated by Thermal Oxidizer/Scrubber Unit 2 (Th.erm Ox 2). Therm Ox 2 began 
treating vapors from 17 of the Off-Site Area ISVB wells on September 3rd. Based on the 
continued operation ofThenn Ox. 2, it appears that the anti-sealant chemical is working. 

"Continuous operation" of the SBPA ISVE system has been achieved. Therefore the 
monitoring will be in accordance with the Performance Standard Verification Plan 
(PSVP) as soon as the G WTP is back in continuo u.s operation. 

Off-Site Area Cover 
During the week of August 2Sth, Midwest Environmental, Inc. (MEI) completed the work 
detailed in MWH's Off-Site Erosion Correction Actions work plan. As the work was 
being perfonned, it was determined that addition of topsoil in the area o.f extraction well 
zoe would not be sufficient to alleviate ponding. Therefore, in accordance witll the work 
plan, a perfomted high density p·otycthylene (HDPE) pipe wrapped in geotextilc was 
installed to direct rain water to the retention basin. In addition to work outlined in the 
work plan, MET applied seed and placed erosion matting around .the mulch and tree pile 
located in the northeast comer of the site. The Off-Site Area was inspected after the past 
weekends heavy rains and no issues were noted. 

~C~~n~stwru~et~io7n"".;M~s:::::ct~in~g..:.::M7in::Jo~u~!e~s. ---~-..eSseJl!!.§t¢;wmbg 9 2003 
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LkinAhd 00 lg_ ea 
Week of September 8, 2003 • GWTP/BWBSIPGCS operation 

• Off-Site ISVE operation 
• SBPA ISVE operation 

• Connect nano·filter and complete piping and 
electrical connections 

Week of September 15,2003 • GWTP/BWES/PGCS operation 
• Off-Site ISVE operation 
• SBPA ISVE operation 
• 3rd Quarter 2003 well sampling event and 2003 

residential well sampling event 
• Carbon change-out in both vessels 

Health and Safety Items to Items include: 
Monitor • Electrical hazards associated with installation and 

connection ofthenano-.filtration unit 
• Hazards associated with installing the nano-

filtration unit 

Next Bi-weekly Constnlction Meeting- Thursday, September 18,2003,2 p.m. 

JDPIRAAIPN 
J:'ol09'4>601 ACS\OlOZ MWA PM\Mcclin; Minutca 2003\Mcc:Dng MIIIUICS ()9.04.()3.doc 

S:onstnlction Meeriog Minutes September 9. 2003 
Scptetnber 4, 2003 Meeting Page3 

a..cs N:PL Site 

file://J:/209VK0l


Weekly Oversight Summary Report No. 132 
ACS Superfund Site WA57, 46526.238 

Reporting Period: Week of September 8, 2003. 
BVSPC 0/S Dates: Cancelled because of limited site activities. 

Personnel Summary Affiliation No. of Responsibility 
Personnel 

Montgomery Watson Harza 2 Respondent's General Contractor 

Autumn Industries 1 Granular Activated Carbon Supplier 

Austgen 1 General Contractor 

Construction Activities 

Major Activities: 
• Austgen and Autumn Industries changed the carbon in the granular activated carbon 

vessels in the groundwater treatment plant. 
• Montgomery Watson Harza re-seeded the biomass population in the activated sluge tank 

in the groundwater treatment plant. 

Activities Performed: 
Austgen and Autumn Industries removed and replaced the fouled carbon in the granular activated carbon 
vessels in the groundwater treatment plant (GWTP) on September 8 and 9, 2003. Montgomery Watson 
Harza (MWH) replaced the carbon because it became fouled with dead biomass from the activated sludge 
tank. MWH reported that it added a dry seed to the activated sludge tank to promote biomass growth. 
MWH also reported that it was adding food to the tank to feed the biomass since MWH is not extracting 
water from the groundwater collection system. MWH reported that it will monitor the biomass growth and 
will resume operating the GWTP once the growth has been established. 

MWH reported that the nanofiltration unit was delivered to the site on September II, 2003. MWH also 
reported that Ryan Construction and Austgen will continue installation of the equipment next week. MWH 
reported that it will start operating the unit and will have formal training on the equipment during the week 
of September 22, 2003. MWH reported that it postponed the installation of the epoxy coat on the GWTP 
floor for the week ofSeptember 29, 2003, in order for MWH to test the nanofiltration unit with effluent 
from the GWTP. 

MWH reported that it will perform the semiannual groundwater sampling event during the week of 
September IS, 2003. MWH also reported that it will conduct the annual residential well groundwater 
sampling event during the week of September 22,2003. MWH reported that the electrical power has 
been reestablished at the house located at I 007 Reder Road (PW-A) and that it will resume collecting 
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~ .. 
samples from this location. During 2002, this home was not sampled during the residential well sampling 
event, and MWH substituted the well at 1 043 Reder Road (PW-T) in its sampling event. MWH reported 
that 1043 Reder Road will not be sampled during the 2003 event. 

Topics of Concern: 
• None to report. 

Concern Resolution: 
• None to report. 

Upcoming Activities: 
• MWH to begin monitoring the ONCA SBPA ISVE system in accordance with the PSVP. 
• MWH to resume operating the GWTP. 
• MWH to install and begin operating the nanofiltration unit. 
• US Floors to epoxy coat the GWTP floor on September 29,2003. 
• MWH to perform the semiannual groundwater and annual residential well sampling events. 

Signature: Leigh Peters Date: September 15,2003 
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Weekly Oversight Summary Report No. 133 
ACS Superfund Site WA57, 46526.238 

Reporting Period: Week of September 15, 2003. 

BVSPC 0/S Dates: September 16 and 18,2003. 

Personnel Summary Affiliation No. of 

Personnel 

Montgomery Watson Harza 5 

U.S. Environmental Protection 1 
Agency 

Black & Veatch Special 1 
Projects Corp. 

Austgen 2 

Ryan Construction 3 

Simalabs 1 

Construction Activities 

Major Activities: 

Responsibility 

Respondent's General Contractor 

Federal Regulatory Agency 

USEP A Oversight Contractor 

Electrical and General Contractor 

General Contractor 

GWTP Sampling Contractor 

• Austgen established pathways in the wetland area in order for Montgomery Watson Harza 

to be able to access its monitoring wells. 

• Montgomery Watson Harza performed the semiannual groundwater sampling event. 

• Ryan Construction continued installing piping for the nanofiltration unit within the 
groundwater treatment plant. 

• Ryan Construction began installing a ventilation fan in the compressor room at the 
groundwater treatment plant. 

• Simalabs collected samples from the groundwater treatment plant. 

• Montgomery Watson Harza began operating the groundwater treatment plant in 

recirculation mode through the activated carbon vessels. 

Activities Performed: 

Austgen cleared pathways to Montgomery Watson Harza' s (MWH) monitoring wells and piezometers 

located in the wetlands for easier access. MWH reported that it anticipates maintaining these pathways 

in the future in order to make the water level monitoring and groundwater sampling activities easier. MWH 

reported that there are approximately 5 drums of investigation derived waste (IDW) from monitoring well 

installation activities located at various well locations around the site. MWH reported that it will remove 
these drums and dispose of them properly offsite. 
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Black & Veatch Special Projects Corp. (BVSPC) observed MWHbegin groundwater sampling activities 
for the semiarumal groundwater sampling event. MWH collected water level measurements on Monday, 
September 15, 2003. MWH began collecting groundwater samples for volatile organic compounds 
analysis from 16 upper aquifer and 16 lower aquifer monitoring wells. MWH submitted the samples to 
CompuChem Laboratories for analysis. MWH reported that it would complete the monitoring well 
sampling and perform the annual residential well sampling next week. MWH reported that the electrical 
power has been reestablished at the house located at 1007 Reder Road (PW -A) and that it will resume 
collecting samples from this location. During 2002, this home was not sampled during the residential well 
sampling event, and MWH substituted the well at 1043 Reder Road (PW-n in its sampling event. MWH 
reported that 1043 Reder Road will not be sampled during the 2003 event. 

Ryan Construction continued to install piping forthenanofiltration unit delivered to the groundwater 
treatment plant (GWTP) last week. Austgen also completed installing the electrical connections and control 
programming for the unit. MWH reported that a representative from Osmonics, the nanofiltration unit 
supplier, will be onsite next week to provide training on the unit. MWH also reported that it will start the 
unit with city water in order to confirm that the unit is operating properly. Ryan Construction began 
installing a larger capacity ventilation fan in the compressor room at the G WTP. 

MWH reported that it began operating the groundwater treatment plant in recirculation mode through the 
·~ carbon vessels on September 18,2003, after re-seeding the biomass in the activated sludge plant last 

"'-, week. MWH reported that it expects to resume operating the GWTP on September 22, 2003. Simalabs 
collected samples from the GWTP to monitor the performance of the system. 

MWH reported that it rescheduled the installation of the epoxy floor coating in the GWTP for October 6, 
2003, in order for Osmonics to test the nanofiltration unit and to allow for the new biomass in the activated 
sludge plant to establish. 

MWH reported that it continued to operate the Off-Site Containment Area and On-Site Containment Area 
Still Bottoms Pond Area in-situ soil vapor extraction systems, processing vapors through Thermal Oxidizer 
Unit 2. MWH also reported that it continued to perform monitoring of these systems in accordance with 
the Performance Standard Verification Plan. 

MWH held the bi-weekly construction coordination meeting at the site on September 18, 2003. 

Topics of Concern: 
• None to report. 

Concern Resolution: 
• None to report . 

Upcoming Activities: 
• MWH to resume operating the G WTP. 
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• MWH to begin operating the nanofiltration unit. 
• US Floors to epoxy coat the GWTP floor on October 6, 2003 . 
• MWH to complete the semiannual groundwater and annual residential well sampling 

events. 
• Ryan Construction to complete installation of the ventilation fan in the GWTP. 
• MWH to remove and dispose of the IDW drums from monitoring well installation 

activities. 

Signature: Leigh Peters Date: September 24. 2003 

t: \projects\acs-raos\osr\2003\09\0915. wpd 
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WEEKLY CONSTRUCTION MEETING MINUTES 
FOR SEPTEMBER 18~ 2003 MEETING 

AMERICAN CHEMICAL SERVICE, NPL SITE 
GRIFFITH, INDIANA 

MEETING DATE: Thursday. Septemb~ 18,2003 

MEETING TIME: 2:00PM 

MEETING LOCATION: ACS Site- Site Trailer 

ATI'ENDEES: 

TOPICS: 

Kevin Adler- U.S. EPA 
Leigh Peters- BVSPC 
Lee Orosz - MWH 
Rob Adams- MWH 
Jon Pohl- MWH (via telephone) 
Chris Daly- MWH (vi;t telephone) 

Health and Safety Summary 
No health and safety incidents have occ$fed at the Site since the last meeting on 
September 4, 2003. Activities at the site du~ng the past two weeks included operation of 
tbe groundwater treatment plant (GWTP) in,recirculation mode, operation of the Off-Site 
Area Jn-situ Soil Vapor Extraction (ISVE) system and the Still Bottoms Pond Area 
(SB'P A) ISVE system. maintenance of equipment in the GWTP, and groundwater 
gauging and sampling. · 

Recent weather conditions caused a tree to fall in the vicinity of piezometer P-29, 
covering the we.ll. The tree was removed it\ order for groundwater sampling to occur at 
this piezometer. While preparing for the groundwater sampling, paths were cut in the 
brush areas leading to some wells in ord.erto.accommodate the sampling. It is anticipated 
that these paths that were created wilt be regUlarly maintained for future sampling events. 

Groundwater Treatment Plant <GWTP) StatuS 
After the nlaintenance activities at the GWTP were completed on August 22nd, the system 
was brought back online; however, it was n:oted that the plant effluent had an elevated 
turbidity level. The plant was im.mediately Switched to run in recirculation mode, and it 
has continued in recirculation. After some investigation. MWH detennined that some of 
the microbes in the activated sludge plant (~I 01) might have died, causing the high 
turbidity in the plant effluent. In adQ.ition, the lead granular activated carbon {GAC) 
vessel had been fouled with the floating microbes discharged from ME-101. On August 
27

1
h, when the turbidity was within a nonnal discharge r.mge, the efiluent was discharged 

to the wetlands and a compliance sample ~~ collected. The compliance sample was 
analyzed for volatile organic compounds (VO.Cs) and pH. No VOCs weTe detected in the 

C9nstruction M •Ming M inutcs Sc;prcmh¢r23. 2003 ACSNPLSite 
September 18. 2003 Meeting Page 1 
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sample indicating that that the effluent i~ .in compliance with the chemical discharge 

requirements. Due to a re-occurrence of tbe elevated turbidity, the treatment system was 

switched to nm in recirculation mode again after August 27rh. Water has been discharged 

on a few other occasions since the August ~7th sampling. 

Samples collected from the biomass in ME-101 on August 281
h indicated that a 

significant number of microbes were still ialivc in the biomass. In order to supplement 

these microbes, additional microbes were obtained from a local -.rendor and were added to 

ME-101 on September 8th. These additiqnal microbes will be added to :ME-101 on a 

weekly basis until the population reaches a steady state. 

The carbon in the GAC vessels was ¢banged out on September 8th. The plant 

recirculation water will be sent through the GAC vessels beginning on September 18th 

and allowed to run in recirculation until the pH is within the discharge limit after this 

period. At that time the GWTP will be taken out of recirculation mode and allowed to 

discharge and groundwater will slowly be introduced into the system in order not to 

shock the microbes in ME-l 01. 

The nano-filtration unit was delivered on $eptcmbcr t l 1
h and connected on September 

15th. Ryan Construction and Austgcn Electric were onsite during the week of September 

gdl and September 1 slh to connect the electrical and controls and pip.ing for the nano· 

filtration unit. 

Ryan was been on-site performing minor maintenance around the GWTP. This 

maintenance included .adding a vent to the eompressor room, installing a bigger motor to 

the fan for the compressor room, and fixing ;minor leaks in the GAC vessels piping. 

U.S. Floors is scheduled to be on-site the week of October 6v. to apply an epoxy coating 

to the floor of the GWTP. The GWTP will be shut down for a majority of that week to 

complete the work. 

Off-Site Area/SBP A ISVE Systems 
Both ISVE systems have been operating continuously since August 27111 with vapors from 

both systems being treated by Thenna.l Oxidizer/Scrubber Unit 2 (Therm Ox 2). Samples 

from the Thcnn Ox 2 influent and effluent have been colJected for the past three weelcs. 

This data will be included in a future monthly status report when it has been properly 

validated. In addition, monitoring in ~cordance with the Performance Standard 

Verification Plan (PSVP) has been performed on the SBPA ISVE system for the past 

three weeks. The Off-Site ISVE is currently operating 17 wells and the SBPA ISVB 
system is operating all 46 wells. 

A routine maintenance shutdown is schedul~ for September 22nd. During this shutdown. 

the Therm Ox 2 scrubber and other compon~nts wiJI be .cleaned, oil will be added to the 

Off-Site blower, and a level controller will be installed on the SBPA blower shed 

knockout tank. Due to the potential for explosive vapors in the knockout tank, the tank 

Csmmuction Meetin!l Minuteg 
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will be flush.ed with clean water prior to 1nsta1.1ing the controller and fresh air will be 
passed through the tank while the installation is being performed. 

SBPACovq 
Construction for installation of the fmal co~er in the SBPA area is anticipated to begin in 
the spring of2004. 

Well Sampling , 
The 3rd Quarter 2003 well sampling ev~t 3lld 2003 residential well sampling event 
occurring at the Site are progressing welL It is anticipated that the sampling will be 
complete by September 24ih. 

L kl Ah d 00 ne ea 
Week of September 22, 2003 • GWTP/BWESIPGCS operation 

• Off-Site ISVE operation 

• SBP A ISVE operation 
• Complete nano-filtration unit installation 

• Startup nano·fiJtration unit 
; 

Week of September 29, 2003 • GWTP/$WES/PGCS operation 
• Off-Site,TSVE operation 
• SBPA I$VE operation 

Health and Safety Items to Items include: 
Monitor • Electrical hazards associated with instaHation and 

startup of the nano-filtration unit 

• Chemical totes will have to be moved to 
accommodate U.S. Floors 

Next Bi-weekly Construction Meeting- Thursday. October. 2003, 10 a.m. 

JDPJRM 
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Weekly Oversight Summary Report No. 134 
ACS Superfund Site WA57, 46526.238 

Reporting Period: Week of September 22,2003. 

BVSPC 0/S Dates: September 23, 2003. 

Personnel Summary Affiliation No. of 
Personnel 

Montgomery Watson Harza 5 

Black & Veatch Special 1 
Projects Corp. 

Austgen 2 

Ryan Construction 2 

Osmonics 1 

Construction Activities 

Major Activities: 

Responsibility 

Respondent's General Contractor 

USEP A Oversight Contractor 

Electrical and General Contractor 

General Contractor 

Nanofiltration Unit Contractor 

• Montgomery Watson Harza completed its semiannual groundwater and annual residential 
well sampling events. 

• Montgomery Watson Harza and Osmonics began operation of the nanofiltration unit. 
• Ryan Construction completed the electrical controls and piping for the nanofiltration unit 

and continued installing the ventilation fan in the compressor room. 
• Austgen began working on revised programming controls and logic for the nanofiltration 

unit. 

• Montgomery Watson Harza performed maintenance on Thermal Oxidizer Unit 2. 
• Montgomery Watson Harza resumed operating the groundwater treatment plant. 

Activities Performed: 
Black & Veatch Special Projects Corp. (BVSPC) observed Montgomery Watson Harza (MWH) 
complete the semiannual groundwater and annual residential well sampling events. BVSPC observed 
MWH sample from four of the five residential wells for target compound list volatile organic compounds 
and semi volatile organic compounds, target analyte list metals, cyanide, pesticides, and polychlorinated 
biphenyls. MWH reported that the electrical power has been reestablished at the house located at I 007 
Reder Road (PW -A). MWH collected groundwater samples from this location instead of 1043 Reder 
Road (PW-T) which was substituted for PW-A during the 2002 annual residential well sampling event. 

MWH and Osmonics began startup ofthe nanofiltration unit in the groundwater treatment plant (GWTP) 
on Tuesday, September23, 2003, with water from thecitywatersupply. Austgen began to reprogram 
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the control logic in order for the nanofiltration unit to operate based on the water level in tanks T -1 and T-3. 

Upon startup of the unit, the effiuent pressure from the unit caused the piping installed by Ryan Construction 

to fail. Ryan Construction replaced the piping on September 24, 2003. MWH began operating the 

nanofiltration unit in manual mode on September 26, 2003. Ryan Construction also continued installing 

the ventilation fan in the compressor room located at the GWTP. 

MWH resumed operating the GWTP on Monday, September 22,2003. MWH reported that it was 

operating the GWTP at 20 gpm, pulling water from the perimeter groundwater containment system, 

monitoringwellsMW-10CandMW56,andthe0n-SiteContainmentArea(ONCA)StillBottomsPond 

Area (SBPA) in-situ soil vapor extraction (ISVE) system dual phase extraction wells. MWH reported that 

it will monitor the biomass in the activated sludge plant and may increase the flow of the plant next week 

to make up for inoperation of the GWTP last month. 

MWH shut down Thermal Oxidizer Unit 2 on Monday, September22, 2003, to perform maintenance on 

the ISVE system. MWH added oil to the Off-Site Contaimnent Area (OFCA) blower and installed a level 

transmitter in the condensate knockout tank in the ON CA SBP A ISVE system blower shed building# 1. 

MWH reported that it continued to operate the OFCA and ONCA SBPA ISVE systems, processing 

vapors through Thermal Oxidizer Unit 2. MWH also reported that it continued to perform monitoring of 

these systems in accordance with the Performance Standard Verification Plan. 

Topics of Concern: 
...... • None to report. 

Concern Resolution: 
• None to report. 

Upcoming Activities: 
• US Floors to epoxy coat the GWTP floor on October 6, 2003. 

• Austgen to complete programming logic for the nanofiltration unit. 

• Ryan Construction to complete installation of the ventilation fan in the GWTP. 

• MWH to remove and dispose of the IDW drums from monitoring well installation 

activities. 

Signature: Leigh Peters Date: September 31, 2003 

t:\projects\acs-raos\osr\2003\09\0922.wpd 
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CURVE TABLES 
HOW TO USE CURVE TABLES 

Table 1. contains Tangents and Externals to a 1° curve. Tan. and 
Ext. to any other radius may be found nearly enough, by dividing the 
Tan. or Ext. opposite the given Central Angle by the given degree of 
curve. 

To find Deg. of Curve, having the Central Angle and Tangent: 
Divide Tan. opposite the given Central Angle by the given Tangent. 

To find Deg. of Curve, having the Central Angle and External: 
Divide Ext. opposite the given Central Angle by the given External. 

To find Nat. Tan. and Nat. Ex. Sec. for any angle by Table 1.: Tan. 
or Ext. of twice the given angle divided by the radius of a 1 o curve will 
be the Nat. Tan. or Nat. Ex. Sec. 

EXAMPLE 
Wanted a Curve with an Ext. of about 12 ft. Angle of 

Intersection or I. P. = 23° 20' to the R. at Station 542 + 72. 

Ext. in Tab. I opposite 23° 20' = 120.87 
120.87 + 12 = 10.07. Say a 10° Curve. 

Tan. in Tab. I opp. 23° 20' = 1183.1 
1183.1 + 10 = 118.31. 

Correction for A. 23° 20' for a 1 oo Cur. = 0.16 
118.31+0.16 = 118.47 =corrected Tangent 

(If corrected Ext. is required find in same way) 
Ang. 23• 20' = 23.33• + 10 = 2.3333 = L. C. 

2° 19W = def. for sta. 542 I. P. = sta. 
4° 49¥.!' = +50 Tan. = 
7° 19¥.!' = 543 

B. C.= sta. go 49112' = +50 
11° 40' = 543+ 

L. c. = 

342+72 
1 .18.47 

541 +53.53 
2 .33.33 

86.86 E. C. =Sta. 543+86.86 

100-53.53 = 46.47 x 3'(def. for 1 ft. of 10° Cur.)= 139.41' = 

2• 19W = def. for sta. 542. 
Def. for 50 ft.= 2° 30' for a 10° Curve. 

Def. for 36.86 ft. = 1 • SOW for a 1 o• Curve. 

~- i 
I ' 

I 
I 



CONTENTS 

PAGE NO. REFERENCE DATE 

- . \ 







file:///7SOo






Site: American Chemical Services, Inc. 
Proj . #: 46526 
Roll: 48 Photo #1 
Date: 09-16-03 Time: 08:12 
Photographer: Leigh Peters 

Description: Photo facing southeast showing the riprap 

placed over the soil cover over the culvert 
drainage pipe and electrical supply to the 
OFCA that crosses swale 3. 

......... --------~--------

~--------------....... 

Site: American Chemical Services, Inc. 
Proj. #: 46526 
Roll: 48 Photo #2 
Date: 09-16-03 Time: 08:14 

Photographer: Leigh Peters 
Description: Photo facing northeast showing the erosion 

blanket installed on the northeast comer of 
the OFCA where ECI added topsoil to the 
cover. 



...... 

...... 
,or, 

Site: American Chemical Services, Inc. 
Proj . #: 46526 
Roll: 48 Photo #3 
Date: 09-16-03 Time: 08:15 
Photographer: Leigh Peters 
Description: Photo facing west showing the 4-inch­

diameter geotextile wrapped perforated 
pipe installed in swale 4 to promote 
drainage. 

Site: American Chemical Services, Inc. 

Proj . #: 46526 
Roll: 48 
Date: 09-16-03 
Photographer: Leigh Peters 
Description: Photo facing northwest at th~ grou?d 

showing the 4-inch-diameter dramage p1pe 

Photo #4 
Time: 08:16 

and depth of placement into the OFCA 

cover. 



Site: American Chemical Services, Inc. 
Proj. #: 46526 
Roll : 48 Photo #5 
Date: 09-16-03 Time: 08:20 
Photographer: Leigh Peters 
Description: Photo facing southeast showing the 

drainage pipe installed in swales 2 and 3, 
meeting at the location of the former 
ponding near EW-20C. 

1 

______________ .......... 

Site: American Chemical Services, Inc. 
Proj. #: 46526 
Roll: 48 Photo #6 
Date: 09-16-03 Time: 08:25 
Photographer: Leigh Peters 
Description: Photo facing east showing the extended 

riprap placed at the entry to the retention 
pond covering the buried fiber optic 
conduit in swale 4. 

-



Site: American Chemical Services, Inc. 
Proj. #: 46526 
Roll: 48 Photo #7 
Date: 09-16-03 Time: 08:30 
Photographer: Leigh Peters 
Description: Photo facing north showing the erosion 

blanket installed along the western portion 
of the OFCA near swale 1. Note addition 
riprap placed near former swale 5 location. 

Site: American Chemical Services, Inc. 
Proj. #: 46526 
Roll: 48 Photo #8 
Date: 09-16-03 Time: 09:55 
Photographer: Leigh Peters 
Description: Photo facing southeast showing the 

nanofiltration unit installed in the GWTP. 



...... ..... 

Site: American Chemical Services, Inc. 
Proj . #: 46526 
Roll: 48 Photo #9 

Date: 09-16-03 Time: 11:04 

Photographer: Leigh Peters 
Description: Photo facing north showing MWH 

connecting the pump to the dedicated 
tubing at MW28 in preparation for 
groundwater sampling activities. 

-... ..... 

Site: American Chemical Services, Inc. 

Proj. #: 46526 
Roll: 48 Photo #10 
Date: 09-16-03 Time: 11:42 
Photographer: Leigh Peters 
Description: Photo facing north showing MWH 

collecting groundwater samples for volatile 
organic compound analysis at MW28. 



Site: American Chemical Services, Inc. 

Proj. #: 46526 
Roll: 48 Photo #11 

Date: 09-16-03 Time: 12:43 
Photographer: Leigh Peters 
Description: Photo facing east showing MWH collecting 

groundwater samples for volatile organic 

compound analysis at MW17. 

Site: American Chemical Services, Inc. 

Proj. #: 46526 
Roll: 48 Photo #12 

Date: 09-16-03 Time: 12:44 

Photographer: Leigh Peters 
Description: Photo facing southeast showing MWH 

removing the pump from MW17 for 

decontamination. 



Site: American Chemical Services, Inc. 

Proj. #: 46526 
Roll: 48 Photo #13 
Date: 09-1 6-03 Time: 14:38 

Photographer: Leigh Peters 
Description: Photo facing northeast showing MWH 

measuring the flow rate during purging of 

MW8. 

Site: American Chemical Services, Inc. 

Proj. #: 46526 
Roll: 48 Photo #14 
Date: 09-16-03 Time: 15:20 
Photographer: Leigh Peters 
Description: Photo facing north showing MWH 

decontaminating the pump and cord after 
sampling MW08. 



Site: American Chemical Services, Inc. 

Proj. #: 46526 
Roll: 48 Photo#15 
Date: 09-16-03 Time: 15:30 
Photographer: Leigh Peters 
Description: Photo facing northeast showing MWH 

measuring the water level at MW31 prior 
to sampling activities. 

Site: American Chemical Services, Inc. 

Proj. #: 46526 
Roll: 48 Photo #16 

Date: 09-18-03 Time: 13:05 

Photographer: Leigh Peters 
Description: Photo facing west showing the additional 

net and riprap placed over the ONCA 

SBPA catch basin west ofSVE-79. 



Site: American Chemical Services, Inc. 
Proj. #: 46526 
Roll: 48 Photo #17 
Date: 09-18-03 Time: 15:50 
Photographer: Leigh Peters 
Description: Photo facing north showing MWH 

sampling for volatile organic compounds at 
MW23 . 

Site: American Chemical Services, Inc. 
Proj . #: 46526 
Roll: 48 Photo #18 
Date: 09-23-03 Time: 08:45 
Photographer: Leigh Peters 
Description: Photo facing west showing MWH 

calibrating the water quality parameter 
instrument. 



Site: American Chemical Services, Inc. 

Proj. #: 46526 
Roll: 48 Photo #19 

Date: 09-23-03 Time: 09:35 

Photographer: Leigh Peters 
Description: Photo facing northwest showing MWH 

collecting a sample for volatile organic 

compound analysis at PW-Y. 

Site: American Chemical Services, Inc. 

Proj. #: 46526 
Roll: 48 Photo #20 

Date: 09-23-03 Time: 10:18 

Photographer: Leigh Peters 
Description: Photo facing north showingMWH labeling 

sampling containers and recording field 

parameter during purging at PW-A. 



Site: American Chemical Services, Inc. 
Proj. #: 46526 
Roll: 48 Photo #21 
Date: 09-23-03 Time: 10:37 
Photographer: Leigh Peters 
Description: Photo facing northeast showing MWH 

collecting a sample for volatile organic 
compound analysis at PW -A. 

Site: American Chemical Services, Inc. 

Proj. #: 46526 
Roll: 48 Photo #22 
Date: 09-23-03 Time: 12:32 

Photographer: Leigh Peters . 
Description: Photo facing north showmg M~ 

collecting a sample for metals analysts at 

PW-B. 



Site: American Chemical Services, Inc. 

Proj. #: 46526 
Roll: 48 Photo #23 

Time: 13:20 Date: 09-23-03 
Photographer: Leigh Peters 
Description: Photo facing northwest showing Austgen 

installing a switch on the control panel for 

the nanofiltration unit. 

Site: American Chemical Services, Inc. 

Proj . #: 46526 
Roll: 48 Photo #24 
Date: 09-23-03 Time: 14:55 
Photographer: Leigh Peters 
Description: Photo facing south showing the damaged 

tubing on the nanofiltration unit. 




